Western Area Power Administration
Sierra Nevada Region

Starting Forecast Month:

Twelve-Month Forecast of CVP Generation and Base Resource

January 2020 Through December 2020
Values at Load Center (Tracy Substation)

January 2020

Exceedence Level:  90% (Dry
CVP Generation Project Use First Preference Reg & Res Purchases and Exchanges Base Resource
Additional
Estimated PU & FP PU & FP Ancilliary Project Energy
Month CVP Peak Project Use| First Pref.  First Pref. Ancillary PU Forward  Capacity Energy (This (This Services Capacity Available
Maximum  CVP Energy | Project Use (PU) Load | (FP) Peak (FP) Load Services |Purchase Off- Purchase  Purchase columnfor columnfor Purchase |Available for forBase  Capacity
Capability ~ Generation Demand Energy Demand Energy Capacity Peak Energy  Regmts. Regmts.  future use) future use) Regmt. BR Resource Factor
(MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (MW) (GWh) (%)
Column A T B C D E_ | G H | T [ 7 | K ] T J W™ N [ o [ P
Jan-2020 1340 180 130 130 24.0 17.9 182.0 0.0 0.0 0.0 0.0 1,004.0 32.1 4.3
Feb-2020 1490 170 105 70 26.2 18.2 182.0 0.0 0.0 0.0 0.0 1,176.8 81.8 9.3
Mar-2020 1510 240 40 20 22.3 16.6 182.0 0.0 0.0 0.0 0.0 1,265.7 203.4 22.3
Apr-2020 1430 350 40 25 19.8 14.3 182.0 0.0 0.0 0.0 0.0 1,188.2 310.7 35.1
May-2020 1435 410 50 35 19.0 14.1 182.0 0.0 0.0 0.0 0.0 1,184.0 360.9 42.3
Jun-2020 1760 600 65 35 20.1 145 182.0 0.0 0.0 0.0 0.0 1,492.9 550.5 49.6
Jul-2020 1735 610 135 75 21.3 15.9 182.0 0.0 0.0 0.0 0.0 1,396.7 519.1 50.0
Aug-2020 1560 470 185 120 22.1 16.4 182.0 0.0 0.0 0.0 0.0 1,170.9 333.6 40.9
Sep-2020 1375 360 170 110 20.7 14.9 182.0 0.0 0.0 0.0 0.0 1,002.3 235.1 315
Oct-2020 1305 260 130 100 20.5 15.3 182.0 0.0 0.0 0.0 0.0 972.5 144.7 20.7
Nov-2020 1010 190 85 60 22.6 16.3 182.0 0.0 0.0 0.0 0.0 720.4 113.7 21.2
Dec-2020 1265 240 85 55 24.0 17.8 182.0 0.0 0.0 0.0 0.0 974.0 167.2 23.8
Total 17,215.0 4,080.0 1,220.0 835.0 262.7 192.2 0.0 0.0 3,052.8
Exceedence Level  50% (Average
CVP Generation Project Use First Preference Reg & Res Purchases and Exchanges Base Resource
Additional
Estimated PU & FP PU & FP Ancilliary Project Energy
Month Maximum Peak Project Use| First Pref.  First Pref. Ancillary PU Forward ~ Capacity Energy (This (This Services Capacity Available
CvP CVP Energy | Project Use (PU) Load | (FP)Peak (FP) Load Services |Purchase Off- Purchase  Purchase columnfor columnfor Purchase |Available for forBase Capacity
Capacity Generation Demand Energy Demand Energy Capacity Peak Energy  Regmts. Regmts. future use) future use) Regmt. BR Resource Factor
(MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (GWh) (MW) (MW) (GWh) (%)
Column A I B C D E_ | F G H I T [ 0 | K [ T T ™ N [ o [ P
Jan-2020 1415 250.0 130.0 125.0 24.0 17.9 182.0 0.0 0.0 0.0 0.0 1,079.0 107.1 13.3
Feb-2020 1355 260.0 195.0 170.0 26.2 18.2 182.0 0.0 0.0 0.0 0.0 951.8 71.8 10.1
Mar-2020 1525 430.0 185.0 155.0 22.3 16.6 182.0 0.0 0.0 0.0 0.0 1,135.7 258.4 31.6
Apr-2020 1415 470.0 165.0 155.0 19.8 143 182.0 0.0 0.0 0.0 0.0 1,048.2 300.7 38.6
May-2020 1510 410.0 110.0 75.0 19.0 14.1 182.0 0.0 0.0 0.0 0.0 1,199.0 320.9 37.2
Jun-2020 1520 490.0 170.0 120.0 20.1 145 182.0 0.0 0.0 0.0 0.0 1,147.9 355.5 41.6
Jul-2020 1845 630.0 160.0 105.0 21.3 15.9 182.0 0.0 0.0 0.0 0.0 1,481.7 509.1 46.2
Aug-2020 1835 650.0 240.0 160.0 221 16.4 182.0 0.0 0.0 0.0 0.0 1,390.9 473.6 48.9
Sep-2020 1775 520.0 220.0 145.0 20.7 14.9 182.0 0.0 0.0 0.0 0.0 1,352.3 360.1 35.8
Oct-2020 1470 390.0 180.0 120.0 20.5 153 182.0 0.0 0.0 0.0 0.0 1,087.5 254.7 32.5
Nov-2020 1390 300.0 155.0 145.0 22.6 16.3 182.0 0.0 0.0 0.0 0.0 1,030.4 138.7 18.1
Dec-2020 1070 210.0 180.0 165.0 24.0 17.8 182.0 0.0 0.0 0.0 0.0 684.0 27.2 55
Total 18,125.0 5,010.0 2,090.0 1,640.0 262.7 192.2 0.0 0.0 3,177.8
Notes:

1. For the AS (Column G), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 134 MW and regulation of 48 MW on average monthly long term basis.

2. Sacramento and American Rivers remain at Fall base flows. Trinity Diversions at zero. New Melones holding for storage management. Delta and San Luis pumping reduced due to an exciter slipring problem on a Tracy pump.
Expect repairs complete and back to full pumping late in the week and continuing into early January.



